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FIRE ALARM EQUIPMENT SHALL NOT BE ALLOWED TO GET WET OR ALLOWED TO BE EXPOSED TO THE ELEMENTS EXCEEDING NORMAL OPERATING CONDITIONS. LISTED WEATHERPROOF NOTIFICATION APPLIANCES MAY BE PLACED AT AN EXTERIOR LOCATION.  ALL OTHER DEVICES NOT SPECIFICALLY LISTED AS WEATHERPROOF MUST BE INSTALLED IN AHJ APPROVED ENCLOSURES APPLICABLE FOR THE ANTICIPATED ENVIRONMENT AND DEVICES TO BE INSTALLED.
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DO NOT INSTALL ANY ADDRESSABLE DEVICES UNTIL THEY HAVE BEEN PROPERLY PROGRAMMED. ELECTRICAL CONTRACTOR SHALL ADDRESS DEVICES USING THE DPU BEFORE FINAL DEVICE INSTALLATION.  CONTACT SIEMENS FOR ASSITANCE.
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DO NOT REMOVE DUST COVERS FROM SMOKE DETECTORS UNTIL ALL CONSTRUCTION HAS BEEN COMPLETED. DUST COVERS WHICH HAVE BEEN REMOVED FROM ANY DETECTOR PRIOR TO THE FINAL CLEAN-UP OF ALL TRADES SHALL BE CLEANED OR REPLACED. SIEMENS IS NOT RESPONSIBLE FOR FAULTS FOUND TO BE RELATED TO CONTAMINATION.
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ALL INITIATING DEVICES (SMOKES, MANUAL PULLS, ETC.) AND  NOTIFICATION APPLIANCES (HORNS, STROBES, ETC.) MUST BE INSTALLED WITH BACKBOXES. THE EQUIPMENT SHOULD NEVER BE SUPPORTED WITH THE CIRCUIT WIRES. NO DEVICE SHALL BE INSTALLED PERMANENTLY UNTIL ITS VERIFICATION IS COMPLETED.
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THE INSTALLATION OF A FIRE ALARM SYSTEM AND ANY FIRE ALARM EQUIPMENT MUST NOT BE INSTALLED NEXT TO OR WITHIN CLOSE PROXIMITY OF ANY RADIO FREQUENCY EQUIPMENT (EMI, RF, MF, HIGH OUTPUT, ETC.). SUCH INSTALLING CONDITIONS MAY CAUSE UNDESIRABLE EFFECTS TO THE SYSTEM SUCH AS INTERMITTENT FAULTS, IMPROPER SYSTEM OPERATIONS, FALSE ALARMS, ETC.
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THE PAINTING OR MODIFYING OF FIRE ALARM EQUIPMENT IS STRICTLY PROHIBITED AND SHOULD NOT BE PERFORMED UNDER ANY CIRCUMSTANCES. (SMOKE DETECTORS, AUDIO / VISUAL APPLIANCES, MANUAL PULL STATIONS, ETC.). DOING SO WILL NULLIFY ULC LISTING OF THE DEVICE.
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THE USE OF MAGNETS FOR THE PURPOSE OF TESTING DETECTORS FOR INITIATION OF AN ALARM IS STRICTLY PROHIBITED. TESTING WITH A MAGNET DOES NOT SATISFY CAN/ULC-S537 & S536 TEST METHOD REQUIREMENT OF SMOKE ENTRY INTO THE SENSING CHAMBER, AND MAY CAUSE UNDESIRABLE EFFECTS TO THE DETECTOR.
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1. SIEMENS EQUIPMENT IS UNDERWRITERS LABORATORIES OF CANADA (ULC) LISTED SIEMENS EQUIPMENT IS UNDERWRITERS LABORATORIES OF CANADA (ULC) LISTED EQUIPMENT IS UNDERWRITERS LABORATORIES OF CANADA (ULC) LISTED FOR POWER LIMITED INSTALLATION.. . 2. INSTALLATION SHALL BE IN STRICT CONFORMANCE WITH THE ELECTRICAL CODE, INSTALLATION SHALL BE IN STRICT CONFORMANCE WITH THE ELECTRICAL CODE, BUILDING CODE, ULC INSTALLATION STANDARD CAN/ULC-S524 AND OTHER APPLICABLE RELAVENT CODES AND STANDARDS.  3. UNLESS NOTED OTHERWISE ALL WIRING AND INSTALLATION METHODS SHALL UNLESS NOTED OTHERWISE ALL WIRING AND INSTALLATION METHODS SHALL CONFORM TO LOCAL ELECTRICAL CODE. 4. A STAMPED SET OF ELECTRICAL ENGINEER'S APPROVED FIRE ALARM PLANS AND A STAMPED SET OF ELECTRICAL ENGINEER'S APPROVED FIRE ALARM PLANS AND SET OF ELECTRICAL ENGINEER'S APPROVED FIRE ALARM PLANS AND SPECIFICATION SHALL BE ON THE JOB SITE AND USED FOR INSTALLATION. . 5. ALL RACEWAY RUNS INDICATED WITHIN THIS DRAWING PACKAGE ARE SHOWN ALL RACEWAY RUNS INDICATED WITHIN THIS DRAWING PACKAGE ARE SHOWN DIAGRAMMATICAL AND ARE FOR CIRCUITING PURPOSES ONLY. ALL RUNS SHOWN SHOULD NOT SERVE IN ANY WAY AS AN ACTUAL ROUTING GUIDE FOR INSTALLATION OF RACEWAYS. EXACT INSTALL LOCATION SHALL BE FIELD DETERMINED. 6. WIRING SHALL NOT BE LOOPED UNDER DEVICE TERMINALS. WIRE MUST BE CUT WIRING SHALL NOT BE LOOPED UNDER DEVICE TERMINALS. WIRE MUST BE CUT FOR IN AND OUT RUNS PRIOR TO INSTALLING UNDER DEVICE TERMINALS. 7. WHERE SHIELDED CABLE IS USED, THE SHIELD SHALL BE CONTINUOUS AND WHERE SHIELDED CABLE IS USED, THE SHIELD SHALL BE CONTINUOUS AND GROUNDED ONLY ONCE AT THE RESPECTIVE CONTROL PANEL. 8. ALL WIRING SHALL BE SUPERVISED UNLESS OTHERWISE INDICATED. ALL WIRING SHALL BE SUPERVISED UNLESS OTHERWISE INDICATED. 9. WHERE MORE THAN TWO VISUAL APPLIANCES ARE IN THE SAME FIELD OF VIEW, WHERE MORE THAN TWO VISUAL APPLIANCES ARE IN THE SAME FIELD OF VIEW, THEY SHALL BE SYNCHRONIZED. REFERENCE APPLICABLE EDITIONS UNDER STANDARD FOR INSTALLATION OF FIRE ALARM SYSTEMS CAN/ULC-S524:2014 SENTENCE 9.4.2. 10. CEILING MOUNTED VISUAL NOTIFICATION APPLIANCES SHALL BE MOUNTED BELOW CEILING MOUNTED VISUAL NOTIFICATION APPLIANCES SHALL BE MOUNTED BELOW VISUAL OBSTRUCTIONS AS PER APPLICABLE LOCAL BUILDING CODE AND STANDARDS. 11. INSTALLATION OF DEVICES SHALL BE IN ACCORDANCE WITH MANUFACTURER INSTALLATION OF DEVICES SHALL BE IN ACCORDANCE WITH MANUFACTURER INSTALLATION INSTRUCTIONS AND LISTINGS. MISAPPLICATION OF SIEMENS EQUIPMENT AND SUCH, VOIDS ALL WARRANTIES EITHER EXPRESSED OR IMPLIED WITH REGARDS TO LOSS, DAMAGE, LIABILITIES AND/OR SERVICE PROBLEMS. 12. INSTALL INTELLIGENT DEVICES IN RELATIVE HUMIDITY ENVIRONMENTS OF 0% TO INSTALL INTELLIGENT DEVICES IN RELATIVE HUMIDITY ENVIRONMENTS OF 0% TO 95% (NON-CONDENSING).  13. INSTALLATION MATERIALS (I.E. CONDUIT, WIRE, FITTINGS, HANGERS, STANDARD INSTALLATION MATERIALS (I.E. CONDUIT, WIRE, FITTINGS, HANGERS, STANDARD BOXES, FIBER OPTICS CABLE, FITTINGS, AND ASSOCIATED EQUIPMENT) ARE NOT SUPPLIED BY SIEMENS. 14. ALL CABLES SHALL BE FIRE RATED WHERE REQUIRED AS PER ULC INSTALLATION ALL CABLES SHALL BE FIRE RATED WHERE REQUIRED AS PER ULC INSTALLATION STANDARD CAN/ULC-S524 AND SPECIFICATION. CONSIDERATION FOR CABLE INTEGRITY AND SURVIVABILITY INCLUDE FIRE RATED CABLES, CONDUCTORS BURIED IN CONCRETE, FIRE RATED SHAFTS AND FIRE RATED ROOMS WITH NO COMBUSTIBLE MATERIALS.  (HIGH RISE ONLY) 15. FIRE ALARM CABLE INSTALLED IN UNDERGROUND CONDUIT OR OTHER WET FIRE ALARM CABLE INSTALLED IN UNDERGROUND CONDUIT OR OTHER WET LOCATIONS SHALL BE ULC LISTED FOR WET LOCATIONS. 16. ALL 120VAC CIRCUITS FEEDING FIRE ALARM EQUIPMENT SHALL BE FROM A ALL 120VAC CIRCUITS FEEDING FIRE ALARM EQUIPMENT SHALL BE FROM A DEDICATED CIRCUIT WITH A BREAKER LOCK-ON DEVICE AND LABELED 'FIRE ALARM'. LOCK-ON DEVICE SHALL BE PAINTED RED WHERE REQUIRED BY CONTRACT DOCUMENTS OR JURISDICTIONAL REQUIREMENTS. 17. ALL 120VAC CIRCUITS ARE TO BE EMERGENCY POWER ONLY (IF APPLICABLE) ALL 120VAC CIRCUITS ARE TO BE EMERGENCY POWER ONLY (IF APPLICABLE) REQUIRING SINGLE OR MULTIPLE DEDICATED BREAKER(S). SINGLE PHASE 120VAC SUPPLIES ARE PREFERRED.  18. ALL WIRING SHALL BE METERED, VERIFIED TO BE CONTINUOUS, FREE OF GROUNDS ALL WIRING SHALL BE METERED, VERIFIED TO BE CONTINUOUS, FREE OF GROUNDS AND OPENS AND FREE OF SHORTS BETWEEN CONDUCTORS AND OTHER CIRCUITS PRIOR TO PANEL CONNECTION. 19. ANCILLARY CIRCUITS GREATER THAN 30V ARE NOT ALLOWED WITHIN THE CONTROL ANCILLARY CIRCUITS GREATER THAN 30V ARE NOT ALLOWED WITHIN THE CONTROL PANEL. 20. DO NOT INSTALL CONDUIT AT THE BOTTOM OF THE CABINET IF BATTERIES ARE DO NOT INSTALL CONDUIT AT THE BOTTOM OF THE CABINET IF BATTERIES ARE INSTALLED WITHIN THE CABINET. REFER TO PANEL LAYOUTS. 21. EFFORTS MUST BE PLACED ON MINIMIZING UNNECESSARY WIRE RUNS WITHIN EFFORTS MUST BE PLACED ON MINIMIZING UNNECESSARY WIRE RUNS WITHIN DEVICE BACKBOXES. DO NOT INSTALL WIRE WITHIN A BACKBOX THAT DOES NOT SERVE ITS CORRESPONDING DEVICE AND WHICH MAY INHIBIT ITS PROPER INSTALLATION. GOOD WIRING/INSTALLATION PRACTICES MUST BE ADHERED TO AT ALL TIMES. 22. AS FIELD CONDITIONS DICTATE ACTUAL RACEWAY INSTALLATIONS, DEVICE BACK AS FIELD CONDITIONS DICTATE ACTUAL RACEWAY INSTALLATIONS, DEVICE BACK BOXES AND JUNCTION BOXES SHALL BE SIZED PER FIELD INSTALLING CONDITIONS. DEVICE BACK BOX SIZES INDICATED WITHIN THIS DRAWING PACKAGE ARE MINIMUM REQUIREMENTS ONLY. AN INCREASE IN BACK BOX DEPTH, ADDITION OF EXTENSION BOX/RING. ETC. MAY BE REQUIRED IN ORDER TO PROPERLY ACCOMMODATE FOR WIRE QUANTITIES INSTALLED WITHIN THE RACEWAY. 23. THE INSTALLATION OF DEVICES WHICH REQUIRE EXCESSIVE FORCE, THE PINCHING THE INSTALLATION OF DEVICES WHICH REQUIRE EXCESSIVE FORCE, THE PINCHING OF WIRES, RESULT IN GROUND FAULTS, ETC. IN ORDER TO PROPERLY SEAT THE DEVICE TO ITS FINISHED SURFACE SHALL BE CONSIDERED UNACCEPTABLE AND A NON-SIEMENS INSTALLATION STANDARD. 24. DO NOT APPLY POWER TO CONTROL PANEL(S) UNTIL A SIEMENS TECHNICIAN HAS DO NOT APPLY POWER TO CONTROL PANEL(S) UNTIL A SIEMENS TECHNICIAN HAS CHECKED THE SYSTEM INSTALLATIONS. UPON SATISFACTORY COMPLETION OF THEIR INSPECTION, POWER WILL BE APPLIED TO THE CONTROL PANEL(S). SIEMENS ASSUMES NO LIABILITY FOR ANY DAMAGE TO THE EQUIPMENT SUPPLIED IF POWER IS APPLIED TO THE CONTROL PANEL(S) PRIOR TO INSPECTION OF THE INSTALLATION BY SIEMENS TECHNICIAN. 25. CONTACT SIEMENS IMMEDIATELY IF ANY FIRE ALARM DEVICES NOT RATED FOR CONTACT SIEMENS IMMEDIATELY IF ANY FIRE ALARM DEVICES NOT RATED FOR WEATHERPROOF ENVIRONMENTS ARE REQUIRED TO BE MOUNTED IN AREAS REQUIRING A WEATHERPROOF RATING. 26. IT IS THE INTENT THAT THE GENERAL NOTES INDICATED ABOVE BE APPLICABLE IT IS THE INTENT THAT THE GENERAL NOTES INDICATED ABOVE BE APPLICABLE ONLY TO THE CONTRACTED WORK INDICATED WITHIN THIS DRAWING PACKAGE. SUCH GENERAL NOTES SHALL NOT BE APPLICABLE TO ANY EXISTING CONDITIONS WITHIN THE FACILITY. I.E. EXISTING CONDITIONS FOUND TO BE PRESENT PRIOR TO THIS CONTRACT, WORK PREVIOUSLY PERFORMED BY OTHER FIRE ALARM CONTRACTORS, SEPARATE WORK UNRELATED TO THIS CONTRACT, SYSTEMS PREVIOUSLY APPROVED UNDER PAST CODES/REGULATIONS, ETC. 27. THE ELECTRICAL CONTRACTOR SHALL CLEAN ALL DIRT AND DEBRIS FROM THE THE ELECTRICAL CONTRACTOR SHALL CLEAN ALL DIRT AND DEBRIS FROM THE OUTSIDE AND INSIDE OF THE FIRE ALARM BACK BOXES AND JUNCTION BOXES AFTER COMPLETION OF THEIR INSTALLATION. 28. ALL REPRESENTATIONS ON THIS DRAWING ARE TYPICAL AND SHOULD BE USED FOR ALL REPRESENTATIONS ON THIS DRAWING ARE TYPICAL AND SHOULD BE USED FOR REFERENCE PURPOSES ONLY. PLEASE REFER TO PLANS AND SPECIFICATIONS FOR EXACT DEVICE QUANTITIES AND LOCATIONS. FOR ADDITIONAL INSTALLATION INSTRUCTIONS REFER TO CATALOG CUT SHEETS AND/OR INSTALLATION INSTRUCTIONS. 29. THESE DRAWINGS DEPICT GENERAL LOCATIONS OF LIFE SAFETY EQUIPMENT & THESE DRAWINGS DEPICT GENERAL LOCATIONS OF LIFE SAFETY EQUIPMENT & FIELD DEVICES, EXACT ROUTING OF THE CONDUITS TO BE DETERMINED IN THE FIELD BY THE INSTALLING CONTRACTOR TO SUIT CONDITIONS. ALL THE CHANGES SHALL BE CLEARLY INDICATED ON THE RECORD DRAWINGS.  30. FINAL LOCATIONS OF ALL CABINETS I.E. CONTROL PANELS, TRANSPONDERS, FINAL LOCATIONS OF ALL CABINETS I.E. CONTROL PANELS, TRANSPONDERS, ANNUNCIATORS, GRAPHICS ETC. SHALL BE DETERMINED ON SITE.  31. INSTALLING CONTRACTOR SHALL RETURN ONE SET OF ACCURATELY MARKED SHOP INSTALLING CONTRACTOR SHALL RETURN ONE SET OF ACCURATELY MARKED SHOP DRAWINGS FOR "AS BUILT" PURPOSES.
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THE ULC LISTED OPERATING TEMPERATURE RANGE FOR ALL DEVICES IS FROM 32°F(0°C) TO 100°F (38°C). IF A DEVICE IS SHOWN IN AN AREA WHICH MAY EXPERIENCEEXTREME COLD OR HEAT, CONTACT YOUR SIEMENS REPRESENTATIVE. CHECK FOR MORE RESTRICTIVE TEMPERANGES RANGES BY REFERRING TO SIEMENS EQUIPMENT DOCUMENTS.
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CAB-BATT BACK BOX 26-1/8"W x 12"H x 8-3/8"D
CAB-BATT OVERALL DIMENSIONS
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**
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CAB-BATT BACK BOX 26-1/8"W x 12"H x 8-3/8"D
CAB-BATT OVERALL DIMENSIONS

**

**

**

BACK BOXINNER DOOR

SIEMENS

OUTER DOOR

26-1/8”W x 62-1/2”H x 6-7/8”D
CAB3 BACK BOX DIMENSIONS

26-1/8”W x 62-1/2”H x 1-1/4”D
CAB3 DOOR DIMENSIONS

DOOR

BACK BOX

DOOR
BACK BOX

J2

40 INCH LONG 60 WIRE CABLE, P/N 555-133743

26-1/8”W

62-1/2”H

26-1/8”W

6-7/8"

DOOR

BACK BOX

FRONT
1-1/4"

SURFACE MOUNT DETAIL (TOP VIEW)

FINISHED
WALL

DO NOT MOUNT UNDER CAB3
BACK BOX

FINISHED
WALL

PSC-12M#1

6-7/8”D
1-1/4"

PSC-12M

120 V-60 HZ.
POWER INPUT

PSFA

BCM

ID-SP ID-SP

BCM
1

DAC-NET

AUDIO RISER
DIGITAL

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

TZC-8

CIRCUITS
PHONE

1

TZC-8

CIRCUITS
PHONE

COMM.
NETWORK

1

1  2 3 4 5 6 7 8

X-NET

NRC

B2  A2 B1 A1

OD-LP

OD-LP

OD-LP

ID-FP
(OD-BP)

ID-FP
(OD-BP)

100AH BATTERY SET

FCM2041-U2
OPERATOR INTERFACE 60 PIN

CABLE

PSX-12M

PSX-12M#1

60 PIN
CABLE

1

NIC-C

H-NET

COMM.

H-NET
COMM. TO

TUB#2

(NEW)

TO DACNET RISER
(DNET COMMUNICATION)

TO XLS NETWORK (COPPER)
COMMUNICATION CIRCUIT
(NRC XNET COMMUNICATION)

TELEPHONE RISER

TRANSPONDER L1-S (TUB#1)

PANEL DESCRIPTION:

I.D.:
TRANSPONDER

ELECTRICAL ROOM 614
SOUTH BUILDING LEVEL 74.475 PARKING EAST
LOCATION:

RED
BLACK

COLOUR:

SEMI-FLUSH
SURFACE

MOUNT:

SEMI-FLUSH WITH TRIM KIT

CAB2
CAB1

ENCLOSURE:

CAB3 (NEW)
REMBOX2
REMBOX4

ADAPTER KITS:

SINGLE-NODE UPLOAD (SNU) MODULE:
SNU MOUNTED NEXT TO THIS 
ENCLOSURE

EXISTING MSE-3L BACK BOX
XLS-MSE3-ADPT (BLACK)

EXISTING MLE-6 BACK BOX
XLS-MLE6-ADPT (BLACK)

EXISTING MME-3 BACK BOX
XLS-MME3-ADPT (BLACK)

EXISTING RCC-3 BACK BOX
XLS-RCC1-ADPT (BLACK)

MONITORING-ONLY SOLUTION ASSEMBLY:
MOSA MOUNTED NEXT TO THIS 
ENCLOSURE

R  E  V  I  S  I  O  N  S

RevisionNo. By Date

SIEMENS CANADA LIMITED
SMART INFRASTRUCTURE

J-SI-07733

APRIL 15, 2024

FILE NAME:SAVE DATE: SAVED BY:

REMO MARTIGNAGO

DESIGO FIRE SAFETY MODULAR SYSTEM

RYAN BROCKWAY

MAXIM VELIKIY

OAKVILLE, ON  L6H 0H6
1577 NORTH SERVICE ROAD EAST

Tel 905.465.7208     Fax 905.465.8167

TORONTO BRANCH

METRO TORONTO CONVENTION CENTRE
SOUTH BUILDING

FIRE ALARM MODERNIZATION
 222 BREMNER BOULEVARD,

TORONTO, ON

TRANSPONDER L1-S (TUB#1)
PANEL LAYOUT

E-FA-PNL-06
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SNU MOUNTED NEXT TO THIS 
ENCLOSURE

EXISTING MLE-6 BACK BOX
XLS-MLE6-ADPT (BLACK)
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XLS-MME3-ADPT (BLACK)
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CAB-BATT BACK BOX 26-1/8"W x 12"H x 8-3/8"D
CAB-BATT OVERALL DIMENSIONS

**

**

**

BACK BOXINNER DOOR

SIEMENS

OUTER DOOR

26-1/8”W x 62-1/2”H x 6-7/8”D
CAB3 BACK BOX DIMENSIONS

26-1/8”W x 62-1/2”H x 1-1/4”D
CAB3 DOOR DIMENSIONS

DOOR

BACK BOX

DOOR
BACK BOX

J2

40 INCH LONG 60 WIRE CABLE, P/N 555-133743

26-1/8”W

62-1/2”H

26-1/8”W

6-7/8"

DOOR

BACK BOX

FRONT
1-1/4"

SURFACE MOUNT DETAIL (TOP VIEW)

FINISHED
WALL

DO NOT MOUNT UNDER CAB3
BACK BOX

FINISHED
WALL

PSC-12M#1

6-7/8”D
1-1/4"

PSC-12M

120 V-60 HZ.
POWER INPUT

PSFA

BCM

ID-SP ID-SP

BCM
1

DAC-NET

AUDIO RISER
DIGITAL

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

COMM.
NETWORK

1

NIC-C

H-NET

H-NET
COMM. TO

TUB#2

COMM.
NETWORK

1

1  2 3 4 5 6 7 8

X-NET

NRC

B2  A2 B1 A1

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

ZAC-40

CIRCUITS
SPEAKER

1

TZC-8

CIRCUITS
PHONE

OD-LP

OD-LP

OD-LP

ID-FP
(OD-BP)

ID-FP
(OD-BP)

100AH BATTERY SET

FCM2041-U2
OPERATOR INTERFACE 60 PIN

CABLE

1

MLC

LOOPS
ADDRESABLE

1

MLC

LOOPS
ADDRESABLE

LOOPS
ADDRESABLE

1

XDLC

60 PIN
CABLE

PSX-12M

PSX-12M#1

(NEW)

TO DACNET RISER
(DNET COMMUNICATION)

TO XLS NETWORK (COPPER)
COMMUNICATION CIRCUIT
(NRC XNET COMMUNICATION)

TELEPHONE RISER

TRANSPONDER L2-NE (TUB#1)

PANEL DESCRIPTION:

I.D.:
TRANSPONDER

ELECTRICAL ROOM 724A
SOUTH BUILDING LEVEL 68.20 NORTH
LOCATION:

RED
BLACK

COLOUR:

SEMI-FLUSH
SURFACE

MOUNT:

SEMI-FLUSH WITH TRIM KIT

CAB2
CAB1

ENCLOSURE:

CAB3 (NEW)
REMBOX2
REMBOX4

ADAPTER KITS:

SINGLE-NODE UPLOAD (SNU) MODULE:
SNU MOUNTED NEXT TO THIS 
ENCLOSURE

EXISTING MSE-3L BACK BOX
XLS-MSE3-ADPT (BLACK)

EXISTING MLE-6 BACK BOX
XLS-MLE6-ADPT (BLACK)

EXISTING MME-3 BACK BOX
XLS-MME3-ADPT (BLACK)

EXISTING RCC-3 BACK BOX
XLS-RCC1-ADPT (BLACK)

MONITORING-ONLY SOLUTION ASSEMBLY:
MOSA MOUNTED NEXT TO THIS 
ENCLOSURE

R  E  V  I  S  I  O  N  S

RevisionNo. By Date

SIEMENS CANADA LIMITED
SMART INFRASTRUCTURE

J-SI-07733

APRIL 15, 2024

FILE NAME:SAVE DATE: SAVED BY:

REMO MARTIGNAGO

DESIGO FIRE SAFETY MODULAR SYSTEM

RYAN BROCKWAY

MAXIM VELIKIY

OAKVILLE, ON  L6H 0H6
1577 NORTH SERVICE ROAD EAST

Tel 905.465.7208     Fax 905.465.8167

TORONTO BRANCH

METRO TORONTO CONVENTION CENTRE
SOUTH BUILDING

FIRE ALARM MODERNIZATION
 222 BREMNER BOULEVARD,

TORONTO, ON
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CAB-BATT BACK BOX 26-1/8"W x 12"H x 8-3/8"D
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BACK BOXINNER DOOR

SIEMENS

OUTER DOOR
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(NEW)

TO DACNET RISER
(DNET COMMUNICATION)

TO XLS NETWORK (COPPER)
COMMUNICATION CIRCUIT
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TELEPHONE RISER

TRANSPONDER L2-NW (TUB#1)

PANEL DESCRIPTION:

I.D.:
TRANSPONDER

ELECTRICAL ROOM 725
SOUTH BUILDING LEVEL 68.20 WEST
LOCATION:

RED
BLACK

COLOUR:

SEMI-FLUSH
SURFACE

MOUNT:

SEMI-FLUSH WITH TRIM KIT

CAB2
CAB1

ENCLOSURE:

CAB3 (NEW)
REMBOX2
REMBOX4

ADAPTER KITS:

SINGLE-NODE UPLOAD (SNU) MODULE:
SNU MOUNTED NEXT TO THIS 
ENCLOSURE

EXISTING MSE-3L BACK BOX
XLS-MSE3-ADPT (BLACK)

EXISTING MLE-6 BACK BOX
XLS-MLE6-ADPT (BLACK)

EXISTING MME-3 BACK BOX
XLS-MME3-ADPT (BLACK)

EXISTING RCC-3 BACK BOX
XLS-RCC1-ADPT (BLACK)

MONITORING-ONLY SOLUTION ASSEMBLY:
MOSA MOUNTED NEXT TO THIS 
ENCLOSURE
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DESIGO FIRE SAFETY MODULAR SYSTEM

RYAN BROCKWAY

MAXIM VELIKIY

OAKVILLE, ON  L6H 0H6
1577 NORTH SERVICE ROAD EAST

Tel 905.465.7208     Fax 905.465.8167

TORONTO BRANCH

METRO TORONTO CONVENTION CENTRE
SOUTH BUILDING

FIRE ALARM MODERNIZATION
 222 BREMNER BOULEVARD,

TORONTO, ON

TRANSPONDER L2-NW (TUB#1)
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CAB-BATT BACK BOX 26-1/8"W x 12"H x 8-3/8"D
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PSX-12M#1
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COLOUR:

SEMI-FLUSH
SURFACE

MOUNT:

SEMI-FLUSH WITH TRIM KIT

CAB2
CAB1

ENCLOSURE:

CAB3
REMBOX2
REMBOX4

ADAPTER KITS:ADAPTER KITS:

EXISTING MSE-3L BACK BOX
XLS-MSE3-ADPT (BLACK)

SINGLE-NODE UPLOAD (SNU) MODULE:
SNU MOUNTED NEXT TO THIS 
ENCLOSURE

EXISTING MLE-6 BACK BOX
XLS-MLE6-ADPT (BLACK)

EXISTING MME-3 BACK BOX
XLS-MME3-ADPT (BLACK)

EXISTING RCC-3 BACK BOX
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MONITORING-ONLY SOLUTION ASSEMBLY:
MOSA MOUNTED NEXT TO THIS 
ENCLOSURE

EXISTING MLE-6 BACK BOX
EXISTING MME-3 BACK BOX

TRANSPONDER L2-NW (TUB#2)

PANEL DESCRIPTION:

I.D.:
TRANSPONDER

ELECTRICAL ROOM 725
SOUTH BUILDING LEVEL 68.20 WEST
LOCATION:

R  E  V  I  S  I  O  N  S

RevisionNo. By Date

SIEMENS CANADA LIMITED
SMART INFRASTRUCTURE

J-SI-07733

APRIL 15, 2024

FILE NAME:SAVE DATE: SAVED BY:

REMO MARTIGNAGO

DESIGO FIRE SAFETY MODULAR SYSTEM

RYAN BROCKWAY

MAXIM VELIKIY

OAKVILLE, ON  L6H 0H6
1577 NORTH SERVICE ROAD EAST

Tel 905.465.7208     Fax 905.465.8167

TORONTO BRANCH

METRO TORONTO CONVENTION CENTRE
SOUTH BUILDING

FIRE ALARM MODERNIZATION
 222 BREMNER BOULEVARD,

TORONTO, ON

TRANSPONDER L2-NW (TUB#1)
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SIEMENS CANADA LIMITED
FIRE SAFETY DIVISION

NETWORK CIRCUIT AND
NRC NETWORK CARD

CLASS A/STYLE 7 & CLASS B/STYLE 4
DESIGO MODULAR/XLS FIRE ALARM SYSTEM



SIEMENS CANADA LIMITED
FIRE SAFETY DIVISION

DAC-NET DIGITAL AUDIO CARD
D-NET WIRING (STYLE 4&7)

DESIGO MODULAR/XLS FIRE ALARM SYSTEM



SIEMENS CANADA LIMITED
FIRE SAFETY DIVISION

FMT TELEPHONE RISER

 

CABLE P/N 555-150509
PROVIDED WITH

FMT-A-ADPT.

DESIGO MODULAR/XLS FIRE ALARM SYSTEM

INSTALL THE FMT-A-ADPT
IN THE TOP HEADER OF

THE CC-5/CC-2.

 

PRIMARY FMT SECONDARY FMT SECONDARY FMT

PRIMARY FMT SECONDARY FMT
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NETWORK CIRCUIT AND
NIC-C NETWORK CARD

CLASS A/STYLE 7 & CLASS B/STYLE 4
DESIGO MODULAR/XLS FIRE ALARM SYSTEM
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DEVICE LOOP CARD - MODEL XDLC
CLASS A&B WIRING

TYPICAL ADDRESSABLE INITIATING DEVICETYPICAL ADDRESSABLE INITIATING DEVICE

DESIGO MODULAR/XLS FIRE ALARM SYSTEM
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FIRE SAFETY DIVISION

MXL LOOP CARD - MODEL MLC
CLASS A&B WIRING

TYPICAL ADDRESSABLE INITIATING DEVICETYPICAL ADDRESSABLE INITIATING DEVICE

DESIGO MODULAR/XLS FIRE ALARM SYSTEM



HNET/CAN

SIEMENS CANADA LIMITED
FIRE SAFETY DIVISION

ZIC-8B SIGNAL CARD
NOTIFICATION APPLIANCE CIRCUIT (NAC)

WIRING

DESIGO MODULAR/XLS FIRE ALARM SYSTEM



SIEMENS CANADA LIMITED
FIRE SAFETY DIVISION

SPEAKER CIRCUIT AND
ZAC-40 AMPLIFIER

DESIGO MODULAR/XLS FIRE ALARM SYSTEM



SIEMENS CANADA LIMITED
FIRE SAFETY DIVISION

TZC-8
TELEPHONE ZONE CARD CARD

DESIGO MODULAR/XLS FIRE ALARM SYSTEM
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