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DRAWINGS LIST

SECURITY SYSTEMS SYMBOL DEFINITION

ABBREVIATION

1. ALL DIMENSIONS ARE SHOWN IN MILLIMETER UNLESS NOTED OTHERWISE.

2. THE SECURITY CONTRACTOR SHALL SUPPLY, INSTALL, INTEGRATE AND TEST ALL HARDWARE AND SOFTWARE
COMPONENTS ASSOCIATED WITH ALL SECURITY SUBSYSTEMS IDENTIFIED IN THE DIVISION 28 DRAWINGS AND
SPECIFICATIONS.

3. THE CONTRACTOR SHALL PROVIDE ALL NECESSARY INSTALLATION CONSUMABLE ITEMS FOR A FULLY FUNCTIONAL
SYSTEM AS DESCRIBED HEREIN AND THE PROJECT SPECIFICATIONS.

4. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ASSESSING THE CONDITIONS AND CONSTRUCTABLILTY OF EXISTING
CEILINGS AND WALLS FOR NEW CCTV DEVICES TO ENSURE ALL PROPOSED HARDWARE IS PROVIDED IN THE
CORRECT FORMAT AND IS CONSISTENT WITH THE INSTALLATION ENVIRONMENT. THIS INCLUDES  MOUNTING
BRACKETS.

5. ALL SURFACE MOUNTED CONDUITS THAT ARE ROUTED ALONG EXISTING CONDUIT SHALL BE DIRECTLY ADJACENT TO
THE ADJACENT CONDUIT PATH. THE CONTRACTOR SHALL MATCH CONDUIT COLOUR WITH THE EXISTING CONDUITS.

6. ALL CABLING FOR CONTRACT SPECIFIED EQUIPMENT AND DEVICES SHALL BE NEW. THE CONTRACTOR IS
RESPONSIBLE FOR REMOVING ALL EXISTING CABLING TO EXISTING SECURITY SYSTEM SHOWN IN CONTRACT
DRAWING DOCUMENTS.

7. THE CONTRACTOR SHALL ADHERE TO HAZARDOUS MATERIAL ABATEMENT SPECIFICATIONS PREPARED BY THE
OWNER'S ENVIRONMENTAL CONSULTANT (ECOH) UNDER PROJECT NO. 27530, SECTION 132800. FOR TYPE 1
OPERATIONS, REFER TO 132810.  FOR TYPE 2 OPERATIONS, REFER TO 132820. FOR TYPE 3 OPERATIONS, REFER TO
132810.

8. FOR LOCATIONS CONTAINING ASBESTOS AND ASBESTOS ABATEMENT AREAS, REFER TO THE HAZARDOUS MATERIAL
ABATEMENT SPECIFICATIONS SITE MAP IN PROJECT NO. 27530.

9. THE CONTRACTOR SHALL PROVIDE ALL REQUIRED GENETEC LICENSES NECESSARY TO INTEGRATE THE NEW AXIS
5MP CAMERAS INTO THE EXISTING GENETEC VMS.

10. THE CONTRACTOR SHALL INTEGRATE THE NEW DURESS BUTTONS INTO THE EXISTING HABTECH CONTROLLER
NETWORK AND CONFIGURE THEM ON THE EXISTING ST2000PRO SMACS. INTEGRATION SHALL INCLUDE THE
PROGRAMMATION OF CAMERA CALLUPS IDENTIFIED BY SOLGEN AT THE TIME OF INTEGRATION.

ABBREVIATION DEFINITION

ACP ACCESS CONTROL PANEL

AFF ABOVE FINISHED FLOOR

AG ANTI-GRIP (CORNER MOUNT)

B BLUE LIGHT

BA BLUE LIGHT ACTIVATED

CAB CABINET

CAM CAMERA

CEIL CEILING

CF CORRIDOR FORMAT (LENS)

 COND CONDUIT

COR CORNER

CCTV CLOSED CIRCUIT TELEVISION

C-C CENTER TO CENTER

EBM EXTENDED BATTERY MODULE

ECS EMERGENCY CALL STATION

FB FLASHING BLUE LIGHT

FT FEET

G GREEN (LED LIGHT)

GF GROUND FLOOR

GRND GROUND

IN INCHES

INT INTERCOM

IP INTERNET PROTOCOL

IR INFRARED

KW KILOWATT

KVM KEYBOARD, VIDEO, MOUSE

LAN LOCAL AREA NETWORK

MC MEDIA CONVERTER

MOT MOTION DETECTOR

MP MEGAPIXEL

N/A NOT APPLICABLE

NTS NOT TO SCALE

PANO PANORAMIC (LENS)

PEND PENDANT MOUNT

POL POLE MOUNT

POV POINT OF VIEW

PVC POLYVINYL CHLORIDE

PWR POWER

R RED (LED LIGHT)

REC RECESSED

RU RACK MOUNT UNIT

SCS STRUCTURED CABLING SYSTEM

SF SECOND FLOOR

SEC SECURITY

SOFF SOFFIT

SPEC SPECIFICATIONS

SURF SURFACE

TV TELEVISION

TYP TYPICAL

UPS UNINTERRUPTIBLE POWER SUPPLY

UTP UNSHIELDED TWISTED PAIR

VMS VIDEO MANAGEMENT SYSTEM

W WIDE (LENS)

WP WEATHER PROOF

SHEET NUMBER SHEET NAME / TITLE

SE000 SECURITY SYSTEMS - COVER PAGE

SE001 SECURITY SYSTEMS - GENERAL NOTES AND DRAWINGS LIST

SE100 SECURITY SYSTEMS - GROUND FLOOR PLAN - SCOPE OF WORK

SE101 SECURITY SYSTEMS - INDIGENOUS YARD - EXTERIOR SECURITY DEVICES

SE102 SECURITY SYSTEMS - INDIGENOUS YARD - NEW ROUND HOUSE LAYOUT - INTERIOR SECURITY DEVICES

SE200 SECURITY SYSTEMS - SCHEMATIC DIAGRAM

SE300 SECURITY SYSTEMS - SECURITY EQUIPMENT ROOM (T-25) FLOOR PLAN AND RACK LAYOUT

SE301 SECURITY SYSTEMS - SECURITY EQUIPMENT ROOM (T-04) FLOOR PLAN AND RACK LAYOUT

SE302 SECURITY SYSTEMS - TYPICAL SECURITY DEVICE MOUNTING DETAILS

SE400 SECURITY SYSTEMS - CAMERA & DURESS BUTTON SCHEDULE

CAMERA IDENTIFICATION

MOUNTING HEIGHT
MOUNTING TYPE

CAMERA LENS TYPE / COVERAGE

CAMERA SYMBOL DEFINITION

GENERAL NOTES

NEW AXIS P3267-LVE 5MP DOME CAMERA WITH WEATHER SHIELD

SYMBOL DESCRIPTION

SECURITY SYSTEMS LEGEND

* EXCEPTIONS SHALL BE NOTED ON DRAWING SHEETS

EXISTING CAMERA TO REMAIN

W

CAM-XXX

7.5'
CEIL

D NEW DURESS BUTTON

* ALL CAMERAS THAT ARE EXTERIOR UNITS SHALL BE MOUNTED AT A HEIGHT CORRESPONDING
TO THE INTERIOR PLENUM SPACE.
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EQUIPMENT
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EQUIPMENT
ROOM DC-05

SE300
1

SE301
1



PROP.

ROUNDHOUSE

± 52 m² PROP.BREEZEWAY

CAM-E135

CAM-E136

CAM-E137

CAM-E138

CAM-E139

CAM-E141

CAM-E142

CAM-140

CAM-E143

D

D

CAM-E144

CAM-E10

CAM-E02

CAM-E05

CAM-E04

CAM-E07
CAM-E08D D-01

D
D-06

D
D-05

DD-04

D
D-03

D D-02

CAM-E01

CAM-E06

CAM-E03

CAM-E09
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1. ORIENTATE CAM-E09 TO PROVIDE COVERAGE OF THE
NORTHWEST FIELDHOUSE EXTERIOR DOOR.

NOTES

1



EX. THERAPY RM

T-11

EX. THERAPY RM

T-10

BREEZEWAY

RM-02

ROUND HOUSE

RM-01

CAM-01

CAM-02

D
D-10

D
D-11
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MAIN SECURITY ROOM DC-05
SATELLITE SECURITY
EQUIPMENT ROOM R-04 SATELLITE SECURITY EQUIPMENT ROOM T-25

OM4 FIBRE

EXISTING CAMERAS

CAT- 6 UTP

EXISTING CAMERAS

OM4 FIBRE

CAT- 6 UTP

2 EXTERIOR CAMERA :
CAM-E01, CAM-E10

CAT6

7 EXTERIOR CAMERAS:
CAM-E02, CAM-E03,
CAM-E04, CAM-E05,
CAM-E06, CAM-E07,
CAM-E08, CAM-E09CAT6

2 INTERIOR CAMERAS:
CAM-01, CAM-02

CAT6

(BREEZEWAY, RM-02)

MAIN SECURITY ROOM DC-05
SATELLITE SECURITY
EQUIPMENT ROOM R-04 SATELLITE SECURITY EQUIPMENT ROOM T-25

OM4 FIBRE OM4 FIBRE

EXISTING
HABTECH

PANEL

EXISTING
HABTECH

PANEL

EXISTING
HABTECH

PANEL

2 NEW DURESS BUTTONS
DB-05, DB-06

6 NEW DURESS BUTTONS:
DB-01, DB-02, DB-03, DB-04, DB-10,
DB-11
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SCALE:
1 CCTV SURVEILLANCE SCHEMATIC DIAGRAM

SE200 N.T.S.

SCALE:
2 DURESS SYSEM SCHEMATIC DIAGRAM

SE200 N.T.S.

1 2

1. ADD ONE NEW HABTECH CONTROLLER .

2. ADD TWO NEW HABTECH CONTROLLERS.

NOTES



SATELLITE SECURITY
EQUIPMENT ROOM

T-25

30

29

28

27

26

25

24

23

22

21

20

19

18

17

16

15

14

13

12

11

10

19

08

07

06

05

04

03

02

01

44

43

42

41

40

39

38

37

36

35

34

33

32

31

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
F/O PATCH PANEL(DC-05)

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #19

24 PORT CAT6 PATCH PANEL #20

24 PORT CAT6 PATCH PANEL #21

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #22

24 PORT CAT6 PATCH PANEL #23

24 PORT CAT6 PATCH PANEL #24

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #25

24 PORT CAT6 PATCH PANEL #26

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #27

24 PORT CAT6 PATCH PANEL #28

24 PORT CAT6 PATCH PANEL #29

24 PORT CAT6 PATCH PANEL #30

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #31

24 PORT CAT6 PATCH PANEL #32

EDGE SWITCH 2A-1

EDGE SWITCH 2A-2

EDGE SWITCH 2A-3

EDGE SWITCH 2A-4

EDGE SWITCH 2A-5

EDGE SWITCH 2B-1

EDGE SWITCH 2B-2

EDGE SWITCH 2B-3

EDGE SWITCH 2B-4

EDGE SWITCH 2B-5EDGE SWITCH 2B-5

EDGE SWITCH 2A-6

EDGE SWITCH 2B-6

EDGE SWITCH 2B-7

EDGE SWITCH 2A-7

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
24 PORT CAT6 PATCH PANEL #43

EDGE SWITCH 2B-8
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SCALE:
1 SATELLITE SECURITY ROOM - ROOM T-25

SE300 N.T.S. SCALE:
2 ROOM T-25 -  EXISTING SECURITY RACK LAYOUT

SE300 N.T.S.

EXISTING
SECURITY RACK

EXISTING HABTECH
PANEL



SATELLITE SECURITY
EQUIPMENT ROOM

R-04

MALE LOCKER ROOM

R-06

STAFF WORKOUT ROOM

R-05

POOL TABLES ROOM

R-02

30

29

28

27

26

25

24

23

22

21

20

19

18

17

16

15

14

13

12

11

10

19

08

07

06

05

04

03

02

01

44

43

42

41

40

39

38

37

36

35

34

33

32

31

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
F/O PATCH PANEL(DC-05)

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #33

24 PORT CAT6 PATCH PANEL #34

24 PORT CAT6 PATCH PANEL #35

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
24 PORT CAT6 PATCH PANEL #36

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241

24 PORT CAT6 PATCH PANEL #37

24 PORT CAT6 PATCH PANEL #38

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
24 PORT CAT6 PATCH PANEL #39

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
24 PORT CAT6 PATCH PANEL #40

2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 241
F/O PATCH PANEL(PERIMETER)

EDGE SWITCH 3A-2

EDGE SWITCH 3A-3

EDGE SWITCH 3B-1

EDGE SWITCH 3B-2

EDGE SWITCH 3B-3

EDGE SWITCH 3A-4

EDGE SWITCH 3B-4

EDGE SWITCH 3A-1

EXISTING EQUIPMENT

EXISTING EQUIPMENT

EXISTING EQUIPMENT

EXISTING VIPOND EQUIPMENT

EXISTING EQUIPMENT

EXISTING EQUIPMENT
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SCALE:
1 SATELLITE SECURITY ROOM - ROOM R-04

SE301 N.T.S. SCALE:
2 ROOM R-04 -  EXISTING SECURITY RACK LAYOUT

SE301 N.T.S.

EXISTING
SECURITY RACK

EXISTING HABTECH
PANEL

EXISTING
ELECTRICAL

EQUIPMENT RACK



INTERIOR WALL
CONSTRUCTION

FLOOR STRUCTURE

INDOOR CAMERA
SURFACE WALL
MOUNTED

FINISHED CEILING

3/4" CONDUIT

PL
EN

U
M

VA
R

IE
S

FINISHED CEILING

EXTERIOR WALL
CONSTRUCTION

FLOOR
STRUCTURE

OUTDOOR CAMERA
SURFACE WALL
MOUNTED (TYP.)

3/4" CONDUIT
JUNCTION BOX

JUNCTION BOXPL
EN

U
M

VA
R

IE
S

CAMERA
WEATHER SHIELD

A

SECTION A-AFRONT PROFILE

A

BLUE DURESS
BUTTON WITH A
MINIMUM OF
38.1mm IN
DIAMETER

WHITE HANDWELL

PLEXIGLASS
SHROUD WITH
ACCESS HOLE
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SCALE:
1 INDOOR DOME WALL MOUNT

SE302 N.T.S. SCALE:
2 OUTDOOR DOME WALL MOUNT

SE302 N.T.S.

A. THE CONTRACTOR SHALL PROVIDE ALL ELECTRICAL INFRASTRUCTURE INCLUDING
CONDUIT, BACKBOXES AND JUNCTION BOXES AS WELL AS COMMUNICATION
CABLING, CAMERA AND HARDWARE.

B. PRECISE LOCATION AND MOUNTING HEIGHT OF BACKBOX SHALL BE CONFIRMED
WITH CONSULTANT PRIOR TO INSTALLATION.

C. SECURITY DATA CABLING IS NOT PERMITTED TO BE EXPOSED. ALL CABLING SHALL
BE CONCEALED OR ENCLOSED IN CONDUIT AS PER SPECIFIC PROJECT
REQUIREMENTS.

D. THE CONTRACTOR SHALL INCLUDE ALL REQUIRED MOUNTING HARDWARE TO
SUITABLY ANCHOR CAMERA  AND PROVIDE FULLY FUNCTIONAL CAMERA ACHIEVING
INTENDED FIELD OF VIEW.

E. ALL PATCH CORDS AND TERMINATION HARDWARE SHALL BE PROVIDED BY THE
CONTRACTOR.

F. CAMERA HOUSING SHALL BE TAMPER RESISTANT AND SECURED USING SECURITY
SCREWS.

G. ALL EXTERIOR CAMERAS TO BE EQUIPPED WITH A WEATHER SHIELD.

NOTES

SCALE:
3 TYPICAL WALL MOUNTED DURESS BUTTON

SE302 N.T.S.
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CAMERA SCHEDULE

DURESS BUTTON SCHEDULE


